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PROPOSED CODE CHANGE (Check One)

|:| Change to read as follows |Z|Add to read as follows |:| Delete and substitute as follows |:| Delete without substitution

E3609.6 Metal water piping bonding. The metal water piping system shall be bonded to the service equipment enclosure, the
grounded conductor at the service, the grounding electrode conductor where of sufficient size, or to the one or more grounding
electrodes used. The bonding jumper shall be sized in accordance with Table E3603.1. The points of attachment of the bonding
jumper(s) shall be accessible.

Exception: Small conductive surfaces not likely to become energized, such as short pieces of metallic piping to faucets, drain
fittings, towel bars, mirror frames, and similar nonelectrical equipment, shall not be required to be bonded.

REASON AND FISCAL IMPACT

There are some AHJs that require the metal water piping to a faucet to be bonded to the grounding system where a nonmetallic
water piping system is used. In my opinion, that is a misinterpretation of the Code and this exception would clear up that problem.
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